
   
        

       
          

                 

 

        
       

        
       

        
       

        
       

        
       

        
       

       
 

  

   
             
  
    
     
    

 

 

 

 

       
        

Permit ID: 4-1922-00055/00005 Facility DEC ID: 4192200055 

  Applicable Federal Requirement:40CFR 52.21, Subpart A 

Item 54.1: 
The Compliance Certification activity will be performed for the facility: 
The Compliance Certification applies to:

  Emission Unit: U-00001
 Process: 1BG

  Emission Unit: U-00001
 Process: 1MG

  Emission Unit: U-00002
 Process: 2BG

  Emission Unit: U-00002
 Process: 2MG

  Emission Unit: U-00003
 Process: 3BG

  Emission Unit: U-00003
 Process: 3MG

  Regulated Contaminant(s): 
CAS No: 0NY210-00-0 OXIDES OF NITROGEN 

Item 54.2: 
Compliance Certification shall include the following monitoring: 

Monitoring Type: CONTINUOUS EMISSION MONITORING (CEM) 
Monitoring Description: 

The facility shall control the emissions of nitrogen 
oxides (NOx) to less than 23.4 pounds per hour as measured 
in a continuous emissions monitor.   The limit shall be 
based on a three-hour average and is based on the heat 
input corresponding to the higher heating value of the 

 natural gas. 

Manufacturer Name/Model Number: Thermo Model 42i or equivalent 
Upper Permit Limit: 23.4   pounds per hour 
Reference Test Method: RM-20/7E 
Monitoring Frequency: CONTINUOUS 
Averaging Method: 3-HOUR BLOCK AVERAGE 
Reporting Requirements: SEMI-ANNUALLY (CALENDAR) 
Reports due 30 days after the reporting period. 
The initial report is due 1/30/2023. 
Subsequent reports are due every 6 calendar month(s). 

Condition 55:   Compliance Certification 
Effective between the dates of  07/01/2022 and 06/30/2027 
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Permit ID: 4-1922-00055/00005 Facility DEC ID: 4192200055 

  Regulated Contaminant(s): 
CAS No: 0NY210-00-0 OXIDES OF NITROGEN 

Item 61.2: 
Compliance Certification shall include the following monitoring: 

Monitoring Type: CONTINUOUS EMISSION MONITORING (CEM) 
Monitoring Description: 

Total NOx emissions from emission units U-00001, U-00002, 
and U-00003 shall not exceed 424.2 tons/yr on a 12-month 

 rolling total basis. 

Manufacturer Name/Model Number: Thermo Model 42i or equivalent 
Upper Permit Limit: 424.2  tons per year 
Reference Test Method: RM-20/7E 
Monitoring Frequency: CONTINUOUS 
Averaging Method: ANNUAL MAXIMUM ROLLED MONTHLY 
Reporting Requirements: SEMI-ANNUALLY (CALENDAR) 
Reports due 30 days after the reporting period. 
The initial report is due 1/30/2023. 
Subsequent reports are due every 6 calendar month(s). 

Condition 62:   Compliance Certification 
Effective between the dates of  07/01/2022 and 06/30/2027

  Applicable Federal Requirement:40CFR 52.21, Subpart A 

Item 62.1: 
The Compliance Certification activity will be performed for the facility: 
The Compliance Certification applies to:

  Emission Unit: U-00001
 Process: 1BD

  Emission Unit: U-00001
 Process: 1MD

  Emission Unit: U-00002
 Process: 2BD

  Emission Unit: U-00002
 Process: 2MD

  Emission Unit: U-00003
 Process: 3BD

  Emission Unit: U-00003
 Process: 3MD

  Regulated Contaminant(s): 
CAS No: 0NY210-00-0 OXIDES OF NITROGEN 
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Permit ID: 4-1922-00055/00005 Facility DEC ID: 4192200055 

Item 62.2: 
Compliance Certification shall include the following monitoring: 

Monitoring Type: CONTINUOUS EMISSION MONITORING (CEM) 
Monitoring Description: 

The facility shall control the emissions of nitrogen 
oxides (NOx) to less than 101.9 pounds per hour as 
measured in a continuous emissions monitor.   The limit 
shall be based on a three-hour average and is based on the 
heat input corresponding to the higher heating value of 
the distillate fuel oil. 

Manufacturer Name/Model Number: Thermo Model 42i or equivalent 
Upper Permit Limit: 101.9   pounds per hour 
Reference Test Method: RM-20/7E 
Monitoring Frequency: CONTINUOUS 
Averaging Method: 3-HOUR BLOCK AVERAGE 
Reporting Requirements: SEMI-ANNUALLY (CALENDAR) 
Reports due 30 days after the reporting period. 
The initial report is due 1/30/2023. 
Subsequent reports are due every 6 calendar month(s). 

Condition 63:   Compliance Certification 
Effective between the dates of  07/01/2022 and 06/30/2027

  Applicable Federal Requirement:40CFR 52.21, Subpart A 

Item 63.1: 
The Compliance Certification activity will be performed for the facility: 
The Compliance Certification applies to:

  Emission Unit: U-00001
 Process: 1MD

  Emission Unit: U-00002
 Process: 2MD

  Emission Unit: U-00003
 Process: 3MD

  Regulated Contaminant(s): 
CAS No: 000630-08-0 CARBON MONOXIDE 

Item 63.2: 
Compliance Certification shall include the following monitoring: 

Monitoring Type: CONTINUOUS EMISSION MONITORING (CEM) 
Monitoring Description: 

The facility shall control the emissions of carbon 
monoxide to less than 508.2 pounds per hour as measured in 
a continuous emissions monitor. The limit shall be based 
on a one-hour average and is based on the heat input 
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